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Abstract—A conventional temperature sensing system employs a 
single transducer to convert temperature into an electrical signal. 
Such a system suffers from the limitation of the sensing range of 
the sensing device thereby affecting its accuracy and its 
capability. Therefore to make an accurate measurement in a 
typically abrupt temperature varying environment, a broad 
range high precision sensor is required. In this paper, an attempt 
is made to implement a wide spectrum temperature measurement 
system using auto-selected multi-sensor core in LabVIEW. This 
multi-sensor core can be composed of a set of different sensors 
having different capabilities to measure different temperatures 
ranges. These sensors are auto-selected by the program 
depending on the environment. This concept may be useful for 
space applications or it can also be useful for the monitoring of 
temperature and pressure in an oil/gas transportation or supply 
by means of underground/sea pipeline system or in a refinery 
plant. Further, this may also be applied for high precision 
temperature sensing in magnetic resonance imaging system 
applications. 
Keywords-broad spectrum temperature range measurement; 
multi-sensor core; LM-35; thermister; RTD; auto-select sensor; 
linearization; LabVIEW  
I. INTRODUCTION 
Temperature measurement is carried out by various 
devices, each with its own limitations of operating temperature 
range and capabilities. The purpose of this paper is to develop 
an idea and technique by which temperature measurement can 
be achieved through a varying wide range system. For this 
intention, three different types of sensors having three different 
temperatures ranges were employed. The three sensors are 
thermistor, Resistance Temperature Detector (RTD) and LM-
35 sensor [1-4]. These three sensors are connected to a logic 
circuit which selects one particular sensor at a time. A software 
simulation program is developed such that at the start of the 
measurement a reference temperature and corresponding 
reference sensor are chosen. As the temperature increases, the 
software simulation program checks the temperature and the 
sensors’ range, a suitable sensor is selected among the set, and 
the system measures the temperature from the selected sensor 
as long as the range provided by the program is met. Once the 
range crosses the threshold value, the software simulation 
program will check for another suitable sensor and so on. By 
this design the instrument measures varying temperatures by 
changing sensors. A similar approach is employed for 
decreasing temperatures. The sensors which are not used at the 
time of measurement should be kept switched-off so that higher 
temperatures do not damage unused sensors. At the same time 
the system does not give erroneous readings when its output is 
taken by a summing amplifier. The selection of sensors can be 
achieved by using a switching logic circuit connected to the set 
of sensors. These sensors give output in terms of voltage that 
corresponds to the measured temperature. The developed 
concept can be useful for many industrial applications, 
especially in magnetic imaging systems [5-8]. 
II. IMPEMENTATION OF A MULTI-RANGE SENSING SYSTEM 
A multi-range sensing system is established as illustrated in 
Figure 1. To implement this idea, three linearized resistor 
sensors, namely thermistor, RTD, and an integrated circuit 
sensor LM-35 are used. Based on the environmental 
temperature range, the sensor auto-selecting circuit selects one 
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of the three sensors to measure the sampled area temperature. 
The linearity [9] of these sensors is illustrated in the next 
section.  
 
 
Fig. 1.  Block diagram of the multi-range sensing system 
Individual data acquisition and formatting circuits convert 
the received temperature signal, and based on individual 
underlying principles of conversions defined in (1) to (6), the 
temperature is measured and displayed. The principle of 
working and the linearization of each of the sensors are 
discussed below. Ideally, it is often desired that a strictly linear 
relationship exists between the input and output signals in these 
sensing devices. Practical units, however, will always have 
some degree of nonlinearity. If an instrument block has 
constant gain for all input signal levels, then the relationship 
response graphing the input against the output will be a straight 
line and the relationship is linear. The broad spectrum 
temperature measurement system using auto-selected multi-
sensor core has been implemented and simulated in LabVIEW. 
LabVIEW is a graphical programming language which uses a 
graphical user interface. It is simple and user friendly. A user 
can select a block from its vast function library and define 
parameters, inputs, and outputs to model a particular system. 
Subprograms can be defined as sub-VIs. These sub-VIs can be 
connected, added, removed, adjusted or modified, modeled, 
tested, and re-modeled according to task parameter changes 
with time and requirements. LabVIEW, apart from providing 
programming, can easily be integrated to direct hardware 
without any interface programming or special requirements by 
using the DAC (data acquiring and controlling) assistant to 
different interfacing boards of National Instruments [10-11]. 
A. The Thermistor 
Thermistors are temperature sensitive passive 
semiconductors, whose resistance can increase and decrease 
with temperature. The resistances vary by a large amount for 
small temperature changes. There are two types of thermistors: 
positive temperature coefficient (PTC) thermistor for which the 
resistance increases with increase in temperature, and negative 
temperature coefficient (NTC) thermistor for which the 
resistance decreases with increase in temperature. An NTC 
thermistor is used in temperature measurement [12]. Since the 
thermistor has non-linearity for temperature measurement 
versus measured resistance RT, there should be some sort of 
linearization. For linearization to be obtained for our required 
range in a simple form we used two resistors R1 and R2. R2 and 
RT are connected in parallel whereas R1 is connected in series 
with the combination of R2 and RT. If a voltage of Vin is applied 
to the circuit as shown in Figure 2, the voltage across RT is 
given by Vout: 
  	
 	      (1) 
Equation (1) gives the relation for the determination of RT 
from the applied input voltage Vin, which is 1V, the output 
voltage measured which is 0.56V to 0.78V, R2 which is 
15000Ω and R1 which is 2350Ω. 
      ln				   (2) 
The linearized NTC thermistor output Voltage Vout versus 
temperature plot is illustrated in Figure 3.  
 
 
Fig. 2.  NTC thermistor with input voltage Vin 
 
Fig. 3.  Thermistor output Voltage Vout versus measured temperature 
Equation (2) gives the relation between the measured 
absolute temperature T, reference absolute temperature Tr 
which is 298K corresponding to the reference resistance Rr 
which is 2252Ω, obtained resistance RT from (1) and a 
parameter B which is 1800, corresponding to (2) and (1). This 
thermistor with a typically given range from 0°C to 60°C is 
used to measure temperature. However, it can be changed to 
any other range e.g. from -50°C to 100°C. 
B. Resistance Temperature Detector (RTD) Sensor 
RTDs are devices whose resistance increases with increase 
in temperature. These devices exhibit linearity response for 
temperature to Voltage (resistance) measurement. RTDs are 
used to measure metal temperature with high melting points 
and are able to stand corrosion. RTDs have high accuracy, but 
low change in resistance for temperature change [13, 14]. 
Therefore, they can be used to sense certain big levels of 
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changes. Figure 4 shows an input voltage Vin applied and an 
output (measured) voltage Vout. 
 
 
Fig. 4.  RTD sensor 
  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Equation (4) gives the measured resistance RT from the 
input voltage Vin which is 1V, output voltage Vout which ranges 
from 0.12V to 0.23V for a range of 100Ω to 500Ω and 
resistance R1 which is 1000Ω. Equation (5) gives the absolute 
temperature measured from RT by (4) and reference resistance 
Rr which is 100Ω for reference absolute temperature Tr which 
is 273K and a parameter called alpha (α) which is 0.0385°C-1. 
A typical LabVIEW frame to measure temperature with RTD 
sensor under linearization environment is shown in Figure 5. 
The linearized output voltage curve with respect to temperature 
is shown in Figure 6. Figure 7 shows the comparative study of 
linear and non-linear output Voltage with respect to measuring 
temperature for RTD in the range from 0°C to 850°C. 
 
 
Fig. 5.  LabVIEW frame for temperature measurement with RTD sensor 
under linearization 
C. The LM-35 Sensor 
The LM35 is an integrated circuit sensor that can be used to 
measure temperature with an electrical output proportional to 
temperature (in °C). It can measure temperature more 
accurately than a thermistor. The sensor circuitry is sealed and 
not subject to oxidation. The LM35 generates a higher output 
Voltage than thermocouples and may not require the output 
Voltage to be amplified. The LM35 has an output voltage 
proportional to Celsius temperature. The scale factor is 
0.01V/°C. The LM35 does not require any external calibration 
or trimming. It maintains an accuracy of ±0.4°C at room 
temperature and ±0.8°C in the range of 0°C to +100°C. 
Another important characteristic of the LM35 is that it draws 
only 60µA from the supply and possesses a low self-heating 
capability. 
 
 
Fig. 6.  RTD output Voltage Vout versus temperature 
 
Fig. 7.  Illustration of output Voltage response of RTD under linear and 
non-linear condition for temperature range of 0°C to 850°C 
The LM35 comes in many different packages and can be 
selected accordingly. This sensor allows the temperature 
between -55°C to 150°C [15]. There are two transistors Q1 and 
Q2 in the center of the circuit. Q1 has ten times the emitter area 
of the other. This means it has one tenth of the current density, 
since the same current is going through both transistors. This 
causes a voltage across the resistor R1 that is proportional to the 
absolute temperature, and is almost linear across the range. The 
"almost" part is taken care of by a special circuit that 
straightens out the slightly curved response of Voltage versus 
temperature. An amplifier ensures that the voltage at the base 
of transistor Q1 is proportional to the absolute temperature by 
comparing the output of the two transistors. Another amplifier 
converts absolute temperature (measured in Kelvin) into either 
Fahrenheit or Celsius, depending on the model (LM34 or 
LM35). This works according to (6): 
$%&'  ()*("+'&"(	,-	°/	00        (6) 
A typical linearity curve obtained from the temperature 
measurement system using LM-35 in LabVIEW environment 
is shown in Figure 8. A typical LabVIEW front panel display 
showing the selected sensor and a typical virtual temperature 
scale for temperature measurement is depicted in Figure 9. 
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Fig. 8.  LM35 temperature sensor linearization curve 
 
Fig. 9.  LabVIEW front panel showing the selected sensor for temperature 
measurement. 
III. LABVIEW SIMULATIONS 
The individual LabVIEW frames were combined and 
worked as a single system based on a multi-range temperature 
measuring device in which each sensor is auto-selected by the 
underlying logic [16, 17]. Figure 10 shows a combination of 
the three discussed above sensors with a logic circuit. The logic 
circuit has three inputs, one for each sensor and two selection 
switches (for manual selection) to select any sensor among the 
three. The signal output is obtained from the logic block, a 
software simulation program selects an initial sensor, the 
temperature is measured from that sensor and the software is 
programmed to select the sensor automatically as the 
temperature reaches the predefined sensor range. The software 
keeps the values of two previously measured temperatures in 
order to select upward or downward temperature measurement 
and then selects the appropriate sensor automatically. As the 
temperature increases or decreases and goes out of the range of 
the present sensor and reaches the range of another sensor, the 
other sensor is selected by the auto-selection switches of the 
logic circuit which are shown with their temperature ranges in 
the plot [18].  
IV. RESULTS AND DISCUSSION 
The range of each sensor is assigned and the simulation is 
conducted in LabVIEW. A combined result is plotted and 
illustrated by using different colors. Typically LM-35 is 
assigned the temperature range of -50oC to 100oC, the 
thermistor is assigned the range of 101oC to 650oC, and the 
RTD sensor is assigned the range of 651oC to 850oC. 
Simulation experiments are repeated by changing the range of 
each sensor and it was noted that for a broad temperature range 
the simulation setup exhibited satisfactory results and the 
different sensors were selected automatically to operate in their 
assigned ranges, as illustrated in Figure 11. Thus, using the 
proposed method, this devised instrument can measure the 
temperature from a range of -50°C to around 1000°C. A 
sufficient number of simulations were carried out by changing 
temperature ranges assigned to each sensor and the results were 
preserved. The combined results of this technique are 
illustrated in Figure 11. 
 
 
Fig. 10.  LabVIEW frame of the block diagram of multi-range sensing 
 
 
Fig. 11.  Color illustration of the total temperature range measured by 
individual sensors 
V. CONCLUSION AND FUTURE WORK 
The proposed mechanism was devised with the help of 
LabVIEW. For a broad temperature range, the technique of 
using a multi-sensor auto-selecting system with the help of a 
software program for increasing the range of temperature 
measurement was employed and simulated. The combination 
of sensors can be used to display various physical quantities 
like temperature, air pressure and humidity in weather 
prediction. The future scope of this mechanism is to be 
employed for the monitoring of temperature and pressure in oil 
or gas transportation or supply by means of underground/sea 
pipeline system or in a refinery plant. Furthermore, this may 
also be applied for high precision temperature sensing in 
magnetic resonance imaging (MRI) system applications. 
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